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FAN COIL UNIT SCHEDULE REGISTER, LOUVER & GRILLE SCHEDULE
)
AN COIL
UNIT COOLING HEATING WEIGHT MARK TYPE SERVICE SYMBOL BLOW REMARKS/NOTES
NO. crM | Esp. | Eanmp| VOLTS | g | TOTAL | SENS. ENT. AIR LVG. AIR EWT LWT GPM |WATER| yBH |ENT.AIR|LVG. AIR| EWT LWT GPM | WATER | (LBS) REMARKS
PHASE MBH MBH DB | WB DB | WB F °F (MIN) | PD (FT) DB DB F °F (MIN) | PD (FT) o1 SUPPLY REGISTER SUPPLY | _ 18"x18" SQUARE NECK PLUS 2" AND PERFORATED FACEPLATE
MAXIMUM SECURITY ~-|$|—- WITH 3/16" HOLES. ALUMINUM CONSTRUCTION. PROVIDE FLUSH
FCU-A | 220 0.50 1/4 115/1/60 0.8 5.8 4.3 80°F 67°F 55°F 52°F 45 55 1.2 7.7 9.3 70°F 85°F 180 150 0.6 0.9 78 1,2,3,4,5,6,7,8,9 ROUND PERFORATED i MOUNTED FACE PLATE AND FRAME FOR GYP CEILINGS.
FCU-B | 510 | 0.50 1/4 115/1/60 1.4 13.8 10.3 80°F 67°F 55°F 52°F 45 55 2.9 5.8 8.0 70°F 85°F 180 150 1.5 7.4 128 (1,2,3,4,6,7,8 SUICIDE DETERRENT PROVIDE GRILLE WITH OPPOSED BLADE DAMPER.
FcuCc | 970 | 050 | 1/4 |115/1/60 | 1.7 | 253 | 188 | 80°F | 67°F | 55°F | 52°F | 45 55 5.2 115 | 421 | 70°F | 85°F | 180 150 2.8 36.4 253 1,2, 3,4,6,7,8 BASIS OF DESIGN IS TITUS MODEL SG-PRA.
FCU-D [ 600 | 0.50 1/4 115/1/60 1.7 | 146 11.7 80°F 67°F 55°F | 52°F 45 55 3.0 3.4 28.3 70°F 85°F 180 150 1.9 13.4 128 [1,2,3,4,6,7,8 D4 SUPPLY DIFFUSER SUPPLY ‘ 4-WAY 24"x24" SQUARE LOUVERED ALUMINUM CONSTRUCTION.
FCU-E | 340 | 0.50 1/4 115/1/60 1.0 | 10.9 7.6 80°F 67°F 55°F 52°F 45 55 2.2 7.6 13.2 70°F 85°F 180 150 0.9 2.0 88 |1,2,3,4,5,6,7,8,9 SQUARE DIRECTIONAL “E?\" SUITABLE FOR INSTALLATION IN LAY-IN AND HARD
: : : : : : : : : ,2,3,4,5,6,7,8, GYPSUM BOARD CEILINGS. PROVIDE NECESSARY FRAME
LOUVER FACE CEILING ' AND T-BAR. BASIS OF DESIGN: TITUS TMSA.
NOTES. R RETURN REGISTER RETURN ] 18'x18" SQUARE NECK SIZE PLUS 2" FRAME AND
1. TRANE MODEL FCEB IS BASIS OF DESIGN, WITH BOTTOM STAMPED LOUVER, FRONT DUCT COLLAR, FREE DISCHARGE MOTOR, AND FOUR-PIPE CONNECTIONS, UNLESS OTHERWISE NOTED. MAXIMUM SECURITY PERFORATED FACEPLATE WITH 3/16" HOLES. PROVIDE FLUSH
2. UNITS TO BE EQUIPPED WITH PIPING PACKAGE (CONTRACTOR TO COORDINATE LEFT OR RIGHT HAND), AUTOMATIC AIR VENT, AND DISCONNECT SWITCH. ROUND PERFORATED MOUNTED FACE PLATE AND FRAME FOR GYP CEILINGS.
3. PROVIDE DUCT COLLAR FOR CONNECTION OF DUCTED RETURN AIR FOR FAN COILS SERVING ROOMS INDICATED ON FLOOR PLANS. SUICIDE DETERRENT PROVIDE GRILLE WITH OPPOSED BLADE DAMPER.
5. PROVIDE PATIENT ROOM UNITS WITH A FACTORY INSTALLED TAMPER PROOF SPACE TEMPERATURE SENSOR IN THE UNIT'S RETURN SECTION. ALUMINUM CONSTRUCTION.
6. PROVIDE AN AUTOMATIC CONDENSATE REMOVAL PUMP FOR EACH FAN COIL UNIT. BASIS OF DESIGN: LITTLE GIANT MODEL VCMA-20ULS, 115V, 1/30 HP. BASIS OF DESIGN IS TITUS MODEL SG-PRA.
' V'E IT IT S E 3EDI'DO)AN SETTING - RETURN GRILLE RETURN ] 22'x22" SQUARE NECK PLUS 7/8" FRAME. 0° ANGLED
9. PROVIDE PATIENT ROOM UNITS WITH LIGATURE RESISTANT BOTTOM RETURN LOUVER AND TAMPER PROOF FASTENERS. FIXED ANGLED VANES I\_/QIQI-IEI\?XY\:EHH?Xé Dsgégls%%%%x?%'-gI;EIEENSSL%%CBgN IN
NECESSARY FRAME AND T-BAR. ALUMINUM CONSTRUCTION.
EXISTING AIR HANDLING UNIT SCHEDULE BASIS OF DESIGN: TITUS 3552FL.
EAN o E1 EXHAUST REGISTER EXHAUST i ] 10'x10" SQUARE NECK PLUS 2" ALUMINUM FRAME AND
MAXIMUM SECURITY PERFORATED FACEPLATE WITH 3/16" HOLES. PROVIDE FLUSH
O.A. COOLING HEATING ROUND PERFORATED MOUNTED FACE PLATE AND FRAME FOR GYP CEILINGS.
cem | esp. | Eannpl voLTs CFM | +o1aL | SENS. ENT. AIR LVG. AIR EWT LWT oPM | waTer | MBH [ENT.AIR|LVG.AIR| EWT LWT GPM WATER SUICIDE DETERRENT PROVIDE GRILLE WITH OPPOSED BLADE DAMPER.
MARK | ZONE PHASE MBH | MBH DB WB DB WB °F °F (MIN) | PD (FT) DB DB °F °F (MIN) | PD (FT) REMARKS M o TR TN OEL SG.PRA
AHU-4 MULTIPLE[ 9,200 5.6 15 460/30 9,200 801 597 96 78 55 54 45 56 66 9.2 138 50 90 160 140 14 5.0 TRANE #K04L55670A
AHU-22 | 3WEST [ 3,485 #1325 7.5 460/30 1,600 | 163.6 110.0 82.8 67.8 53.7 52.3 45 56 30 - 38 46 55 160 140 4 - TRANE #K06H96932 10x10" SQUARE NECK PLUS 7/8" FRAME. 0° ANGLED
AHU-26 | 3NORTH (21,300 | 8.29 50 460/3@ | 11,500 | 1285 257 89.8 71 52 57.8 45 56 233 20 877.8 52 90 160 140 87.8 20 E2 EXHAUST REGISTER EXHAUST Al - VANES WITH 1/2" SPACING. ALUMINUM CONSTRUCTION.
AHU-14 | 3NORTH | 2500 | 3.7 5 460/30 | 2,500 | 252 38.5 98 79 55 55 45 59.1 36 10.9 180 18 85 i } i i FIXED ANGLED VANES SUITABLE FOR INSTALLATION IN LAY-IN AND HARD
NOTES. GYPSUM BOARD CEILINGS. PROVIDE NECESSARY FRAME
1. THE EXISTING AIR HANDLER SCHEDULE IS PROVIDED FOR REFERENCE TO BE USED DURING SYSTEM TESTING, ADJUSTING, AND BALANCING. gxglg'gé%g‘;gm[%'IETCL;JE';;EZV;"JH OPPOSED BLADE DAMPER.
2. SYSTEM AIR FLOW RATES, FOR AIR HANDLING UNITS SERVING MULTIPLE FLOORS, WERE CALCULATED USING VALUES PROVIDED IN EXISTING DRAWINGS AND TAB REPORTS.
3. CONTRACTOR SHALL TEST AND VERIFY IF EXISTING DUCT SMOKE DETECTORS IN MECHANICAL ROOMS ARE WORKING. REPAIR OR REPLACE ANY DETECTOR THAT IS NOT WORKING.
4.  CONTRACTOR SHALL TEST AND VERIFY EXISTING AHU DAMPERS, VALVES OR SENSORS IN MECHANICAL ROOMS ARE WORKING. CONTRACTOR SHALL REPAIR OR REPLACE ANY CONTROL DEVICE THAT IS NOT WORKING. E EXISTING EXHAUST EXHAUST Al - -
5.  PROVIDE EXISTING AHU'S WITH NEW REPLACEMENT AIR FILTERS AT COMPLETION OF PROJECT. REGISTER
6. CLEAN AND FLUSH OUT CHILLED WATER AND HOT WATER COILS AND PIPING STRAINERS.
7. UNIT SERVES MULTIPLE FLOORS AND MUST REMAIN IN OPERATION. COORDINATE ANY HVAC SERVICE INTERRUPTION WITH CONTRACTING OFFICER.
ROOM AIR BALANCE SCHEDULE ROOM AIR BALANCE SCHEDULE AIR TERMINAL UNIT SCHEDULE
ROOM NAME ROOM # ZONE OA SUPPLY RETURN EXHAUST | PRESSURE ROOM NAME ROOM # ZONE OA SUPPLY RETURN EXHAUST | PRESSURE TITUS CFM MAX A HEATING COIL
BOX MODEL SERVING 'gILZEET ACROSS REMARKS
PUBLIC WOMEN 3A103 3 NORTH 0 0 0 50 (--) WORKROOM 3B117 3 WEST - 120 120 0 (0) NO. NO. (DIA) BOX
PUBLIC MEN 3A104 3 NORTH 0 0 0 50 ) MEDICATION 3B118 3 WEST - 90 90 0 (0) NOMINAL MIN MAX IN H20 BTU/HR GPM
EXISTING OFFICE 3A105 3 NORTH 0 140 140 0 (0) GROUP 3B119 3 WEST 70 170 170 70 (0)
LOUNGE/LOCKERS 3B106 3 NORTH 0 190 0 220 ¢) GROUP 3B120 3 WEST 70 170 170 70 (0) ATU-1 DESV-4 TELE/COMM 140 70 140 4"Q - - - NO COILS
EXISTING OFFICE 3A107 3 NORTH 0 140 140 0 (0) SENSORY 3B121 3 WEST 70 220 220 70 (0)
EXISTING OFFICE 3A107A 3 NORTH 0 140 140 0 (0) SECURE HALLWAY 3B122 3 WEST 70 70 115 0 (+) ATU-2 DESV-4 OFFICE (2) 160 80 160 4"Q 0.24 11,400 1.0 TWO ROW
PSYCH ON-CALL 3A109C 3 NORTH 0 90 40 0 (0) ISOLATION SECLUSION 3B123 3 WEST 40 145 145 40 (0)
BATH 3A109 3 NORTH 0 0 0 90 (--) ISOLATION ANTEROOM 3B124 3 WEST 0 75 75 0 (0) ATU-3 DESV-6 OPEN OFFICE 400 200 400 6"Q 0.24 17,600 1.0 TWO ROW
STAFF SHOWER 3B110 3 NORTH 0 0 0 90 (--) ISOLATION RESTRAINT 3B125 3 WEST 50 80 80 50 (0)
CONF/CLASS 3B111 3 NORTH - 300 300 0 (0) ISOLATION BATHROOM 3B126 3 WEST 0 0 0 100 (--) ATU-4 DESV-6 CONFERENCE 300 150 300 6"Q 0.24 15,600 1.0 TWO ROW
OFFICE 3A112 3 NORTH 0 100 100 0 (0) PATIENT RESOURCE 3B127 3 WEST - 80 80 0 (0)
COPY/MAILROOM 3A113 3 NORTH 0 90 90 0 (+) STORAGE 3B128 3 WEST - 0 0 0 (0) ATU-5 DESV-6 OFFICES (3) 480 240 480 6"Q 0.24 18,400 1.0 TWO ROW
OFFICE 3A114 3 NORTH 0 180 180 0 (0) INTERVIEW 3B129 3 WEST - 80 80 0 (0) AUNDRY INTERVIEW
OFFICE 3A115 3 NORTH 0 160 160 0 (0) PATIENT ONE BED 3B130 3 WEST 80 200 240 0 +) ATU-6 DESV-8 | EQUIPMENT, 560 280 560 8"Q 0.33 22,500 1.0 TWO ROW
OFFICE 3A116 3 NORTH 0 160 160 0 (0) PATIENT BATHROOM 3B131 3 WEST 0 40 0 110 (--)
OFFICE 3A117 3 NORTH 0 160 160 0 (0) STAFF TOILET 3B132 3 WEST - 0 0 70 - ATU-7 DESV-4 OFFICE 180 90 180 4"Q 0.24 12,000 1.0 TWO ROW
OFFICE 3A118 3 NORTH - 80 80 0 (0) BARIATRIC ONE BED 3B133 3 WEST 80 180 220 0 (+)
OFFICE 3A119 3 NORTH - 80 80 0 (0) BARIATRIC BATHROOM 3B134 3 WEST 0 50 0 160 (--) ATU-8 DESV-6 hPASA\IKLCRHO(C))IZA’COAFLEICE 280 140 280 6"Q 0.24 15,000 1.0 TWO ROW
OPEN OFFICE/WORKST. 3B120 3 NORTH - 400 400 0 (0) BARIATRIC ONE BED 3B135 3 WEST 80 200 240 0 (+)
STAFF WOMEN 3B121A 3 NORTH - 170 0 220 (--) BARIATRIC BATHROOM 3B136 3 WEST 0 40 0 110 (--) ATU-9 DESV-6 TOILET ROOMS 340 170 340 6"Q 0.24 16,700 1.0 TWO ROW
STAFF MEN 3B121B 3 NORTH - 170 0 220 (--) HAC 3B137 3 WEST 0 0 0 100 -
FUTURE GROWTH 3A122 3 NORTH EQUIPMENT STORAGE 3B138 3 WEST - 80 70 0 (+) ATU-10 DESV-4 LOUNGE 190 100 190 4"Q 0.24 12,500 1.0 TWO ROW
b FUTURE GROWTH 3A123 3 NORTH ACCESSIBLE ONE BED 3B139 3 WEST 50 220 220 0 (+)
FUTURE GROWTH 3A124 3 NORTH PATIENT BATHROOM 3B140 3 WEST 0 0 0 50 (--) ATU-11 DESV-6 |EXISTING OFFICES (3)| 420 210 420 6"Q 0.24 18,000 1.0 TWO ROW
TELE/COMM 3A125 3 NORTH - 140 140 0 (0) ACCESSIBLE ONE BED 3B141 3 WEST 50 220 220 0 (+)
FUTURE GROWTH 3A127 3 NORTH PATIENT BATHROOM 3B142 3 WEST 0 0 0 50 (--) ATU-12 DESV-6 STOR/CORR 410 240 410 6"Q 0.27 19,000 1.0 TWO ROW
CORRIDOR C34 3 NORTH - 240 240 0 (0) LAUNDRY 3B143 3 WEST - 150 180 0 )
CORRIDOR C34B 3 NORTH 120 0 120 0 (0) PATIENT TWO BED 3B144 3 WEST 70 220 220 0 (+) ATU-13 DESv-6 | EXAM/LOCKER 420 210 420 6"Q 0.22 13,608 1.0 TWO ROW
CORRIDOR C34C 3 NORTH - 240 240 0 (0) PATIENT BATHROOM 3B145 3 WEST 0 0 0 70 (--) /LINEN
CORRIDOR C35 3 NORTH - 120 0 0 (0) STORAGE 3B146 3 WEST 0 0 0 0 (0) ATU-14 DESV-6 CORRIDOR 480 240 480 6"Q 0.27 19,000 1.0 TWO ROW
CORRIDOR C36 3 NORTH 120 0 120 0 (0) PATIENT TWO BED 3B147 3 WEST 70 220 220 0 (+)
CORRIDOR C37A 3 NORTH - 240 240 0 (0) PATIENT BATHROOM 3B148 3 WEST 0 0 0 70 (--) ATU-15 DESV-8 NURSE/WORK 900 450 900 8"J 0.33 26,600 1.0 TWO ROW
CORRIDOR C37B 3 NORTH PATIENT ONE BED 3B149 3 WEST 50 220 220 0 (+)
VISITORS LOCKERS 3B101 3 WEST - 80 0 90 ¢) PATIENT BATHROOM 3B150 3 WEST 0 0 0 50 (--) ATU-16 DESV-8 NURSE/MED/CORR 430 280 430 8"Q 0.33 22,500 1.0 TWO ROW
HALLWAY 3B102 3 WEST - 100 0 0 (+) PATIENT ONE BED 3B151 3 WEST 50 220 220 0 (+)
EXAM 3B103 3 WEST - 110 110 0 (0) PATIENT BATHROOM 3B152 3 WEST 0 0 0 50 (--) ATU-17 DESV-4 SECURE CORRIDOR 140 40 140 4"Q 0.33 11,400 1.0 TWO ROW
b CLEAN LINEN & UTILITY 3B104 3 WEST - 95 80 0 (+) PATIENT ONE BED 3B153 3 WEST 50 220 220 0 (+) ST
SOILED LINEN & UTILITY|  3B105 3 WEST - 140 0 180 ¢) PATIENT BATHROOM 3B154 3 WEST 0 0 0 50 (--) ATU-18 DESV-6 RESOURCES/CORR 440 240 440 6"Q 0.27 19,000 1.0 TWO ROW
CONF / REPORT 3B106 3 WEST 80 340 340 80 (0) PATIENT ONE BED 3B155 3 WEST 50 220 220 0 (+)
PATIENT TWO BED 3B107 3 WEST 70 220 220 0 (+) PATIENT BATHROOM 3B156 3 WEST 0 0 0 50 (--)
PATIENT BATHROOM 3B108 3 WEST 0 0 0 70 (--) DAYROOM 3B157 3 WEST 210 600 600 210 (0)
PATIENT TWO BED 3B109 3 WEST 70 220 220 0 +) DINING 3B158 3 WEST 280 860 860 280 0) NOTES:
PATIENT BATHROOM 3B110 3 WEST 0 0 0 70 (__) PANTRY 3B159 3 WEST 0 80 0 0 (+) ; g/églgé)TI;ﬁ_EOS:\IG'&lAi(;l’{ll':LJOSR[?lI\Eé}r/AAI\_II\I_i_II_ISONNOT INTENDED TO LIMIT SELECTION. PROVIDE EQUIPMENT OF EQUAL PERFORMANCE, CAPACITY, AND QUALITY.
STORAGE 3B111 3 WEST - - 0 0 (0) SERVERY 3B160 3 WEST 0 180 180 0 ) 3. UNIT SHALL BE PROVIDED WITH FLOW MEASUREMENT TAPS ON AIR VELOCITY SENSOR.
PATIENT TWO BED 3B112 3 WEST 70 220 220 0 (+) CORRIDOR C316 3 WEST - 120 0 0 +) 4.  SEE THREE-WAY CONTROL DETAIL FOR COIL PIPING CONNECTIONS.
PATIENT BATHROOM 3B113 3 WEST 0 0 0 70 (--) CORRIDOR C317 3 WEST - 240 0 0 (+)
PATIENT ONE BED 3B114 3 WEST 60 220 220 0 (+) CORRIDOR C318 3 WEST - 650 750 0 (+)
PATIENT BATHROOM 3B115 3 WEST 0 0 0 60 (--) CORRIDOR C319 3 WEST - 840 750 0 (+)
NURSES STATION 3B116 3 WEST - 400 0 0 (+) CORRIDOR C320 3 WEST - 240 0 0 (+)
E NOTES:
5. FOR ROOMS, IN'THE 3RD FLORR NORTH {3 NORTH) ZONE, SUPPLY AIR FLOWS INCLUDE 54% OUTSIDE AIR CONSTRUCTION DOCUMENT SUBMISSION
FULLY SPRINKLERED
] . Drawing Title Project Title Project Number
CONSULTANTS: ARCHITECT/ENGINEERS: INPATIENT PSYCHIATRY AND || sastotor
SUBSTANCE ABUSE — OFFICE OF
MECHANICAL SCHEDULES Building Number CONSTRUCTION AND
100
BES DESIGN/BUILD, LLC FACILITIES
N 766 Middle St, Fairhope, AL 36532 Approved: Project Director Location Drawing Number MANAGEMENT
A — Phone: 251.990.5778 W.J. BRYAN DORN VAMC; COLUMBIA, SC MH601
1 ADDENDUM #1 6/4/2014 Fax: 251.990.3716 o Chesked ) braun Department of
Revisions: Date 05-09-2014 CMD GaL Dwg. 33 of 51 Veterans Affairs
VA FORM 08-6231
1 2 3 4 5 6 7 8 9 |




